Introduction
With the penetration level of wind power on electric network increasing rapidly all over the world, modern wind turbines are challenged to provide the same grid service as conventional power plants do. In the past few years many power system operators have revised their Grid Codes and set higher threshold for wind power integration [9] . Wind turbine design and control needs to be improved to optimize the compatibility between wind power and grid. Among various requirements that wind turbine will have to meet in the future in the context of grid integration, the capability of wind farms to ride-through grid fault is of great importance and challenge. Grid faults cause transients not only in the electrical system, but also in the wind turbine mechanical system. From the electrical point of view, wind farms may lose power generation during grid fault, which deteriorates the fault and slows down the fault recovery. From the mechanical point of view, the grid disturbance causes wind turbine over speed and adds extra loads on wind turbine components. Severe grid faults may even lead to wind turbine emergent shut-down. Variable speed wind turbine based on DFIG is currently the most popular wind energy generation system. The conventional way to protect this type of wind turbine from grid fault is by installing crowbar devices. The crowbar is capable of limiting the over voltage and current within the generator. However, the rotor circuit of the DFIG has to be short circuited by the crowbar during the grid fault which turns the DFIG into a squirrel cage induction generator (SCIG). The disadvantage of the crowbar protection is the control of the DFIG is completely lost due to the injection of the crowbar. The uncontrolled generator torque oscillation is transferred through the wind turbine drive-train and influence the wind turbine mechanical system and the power production is lost during fault. With high penetration level of wind power, the temporal lost of power generation can lead to large grid transients and disturbance on grid voltage and frequency [11] . There has been extensive research on the advanced crowbar scheme including the optimization of the crowbar resistance [1] , active crowbar concept [7] , flux damping during fault [8] , Series connected crowbar [10] and etc. In the existing literature, the crowbar is only designed to protect the generator. The impact of the crowbar injection on the wind turbine mechanical components is not discussed. A crowbar with controllable resistance is proposed in this paper. The torque of wind turbine generator during grid fault is controlled by the crowbar. The wind turbine controller is normally designed without the consideration of grid disturbances. It is observed that grid faults cause drive-train oscillation and frequent pitch action which would increase loads and reduce the life time of wind turbine. In this paper, the existing wind turbine torque control is modified to increase the drive-train damping during grid fault. The pitch control during grid fault is also optimized by filtering the pitch control signal according to the grid transients. This paper is organized as follows. In section 2, the wind turbine and DFIG model are introduced first. Then, the variable crowbar resistance controller is presented in Section 3. In section 4, the existing wind turbine controller is improved to reduce the loads during grid fault. Lastly, the entire FRT strategy is tested by simulation. The effectiveness of the proposed control strategy is shown in simulation result and discussed.
Modelling and control of wind turbine and DFIG

Wind Turbine Drive-train Model
The full dynamic model of the wind turbine with its controller is described in [6] . The model is a 2MW variable speed pitch controlled wind turbine with maximum power tracking control under below rated wind speed and constant torque pitch control under above rated wind speed. The study in this paper only concerns the detail of the drive-train model. To study the fault ride-through of wind turbine, the behaviour of drive-train needs to be investigated as it is connected directly to the generator and is affected by the power fluctuation in the grid. Typical wind turbine drive-train is composed by rotor hub, low speed shaft, gearbox, high speed shaft and generator rotor. The model of wind turbine drive train is represented in figure 1 Figure 1: Wind turbine drive train.
The gear-train is represented in the low speed shaft for the convenience of model construction. The inertias of the low speed shaft and high speed shaft are incorporated into the inertias of rotor hub and generator rotor. The aerodynamic torque produced by wind turbine on the low speed end of the drive-train is balanced by the generator reaction torque on the other end of the drive-train. The dynamics of the drive train are described by equation (1)
where T and T 1 are the hub torque and gear box torque at the low speed shaft end. I is the hub inertia plus the low speed shaft inertia, and is the angular displacement of the hub.
DFIG model
DFIG is currently the most popular generator topology for wind power generation because of its advantages such as decoupled control of real and reactive power and relatively low cost. The configuration of a typical DFIG is shown in Figure 2 . DFIG is essentially a would rotor induction generator where the rotor winding is connected to the grid through back-to-back converters.
In the synchronous reference frame fixed to stator flux, a third order DFIG model can be written as:
V ds = -R s I ds -s qs + ds (2) V qs = -R s I qs -s ds + qs (3) V dr = R r I dr -s s qr + dr (4) V qr = R r I qr -s s dr + qr (5) where (9) A crowbar is a set of resistor bank connected in series with generator through power electronic switches (IGBT) when the generator protection is activated. The conventional crowbar can be simply modelled as a resistor bank of fixed value.
With the injection of the crowbar, the DFIG rotor resistance is changed from Rr to Rr+Rcrowbar. 
DFIG control scheme
There are various control strategies for DFIG such as vector control, direct torque control, direct power control etc. One of the widely used DFIG control scheme known as current mode control is employed in this paper [2] . The q-axis rotor current is manipulated to control the reaction torque while the d-axis rotor current controls the reactive power generated. The control scheme relies on the operation of rotor side converter. The converter is short circuited from grid during faults with normal crowbar protection. Therefore, the control of DFIG by current mode control is lost when grid fault happens.
Variable crowbar resistance control
Research has been carried out on DFIG rotor resistance control [10] . A constant resistor is connected to protect the generator from over current. The controller performance was acceptable when the task was preventing the DFIG from disconnection during grid disturbance. However, the requirement for wind turbine fault ride-through is likely to be increased in the near future due to the raise of wind power penetration level. It is reported in [11] that the loss of wind farm power generation has caused voltage and system frequency excursion. It is also noticed that the low generator torque under traditional protection scheme leads to extra loads on wind turbine. The problem will be more severe with the increase of wind turbine size. Therefore, a DFIG controller which is able to keep producing demanded torque and power during grid fault is developed by using a crowbar with variable resistance. The configuration of the proposed FRT controller is shown in Figure 3 .
Figure3: DFIG with variable crowbar resistance control
The fault detection unit measures the grid voltage for the controller switching. In normal operation DFIG controller is activated with the crowbar bypassed. When grid voltage falls below a certain level, depending on the Grid Code requirement, the unit sends signals both to wind turbine converter to shut it down and to the crowbar rectifier and IGBT switch to inject the resistor bank. Feed-forward control is applied to regulate the crowbar resistance as the parameters of DFIG are normally given by manufactures or measurable. Therefore, the feed-forward control based on generator parameters gives the best performance. The optimal crowbar resistance can be directly calculated from the machine parameters according to the reference torque. A PID controller also shows satisfactory performances but the response speed is slower than the proposed controller. The scheme of the controller is shown is figure 4 Figure 4: Variable crowbar resistance scheme
3.1Optimal crowbar resistance determination
When grid fault occurs, the converter systems are short circuited due to initial over-current. The DFIG can be considered simply as an induction machine. The Thevinin equivalent circuit of such machine is shown in Figure 4 . 
Where P f is the power factor and s is the rotating speed of generator.
From the equivalent circuit, the rotor current can be derived as
The generator torque equation is obtained by substituting (11) into (10)
It is noticed that in the give reference frame, the generator torque is only controlled by q-axis current. The produced torque can also be written as [2] :
By substituting (13) into (4) with the rotor flux equation (6) (8), the rotor resistance in terms of demanded torque is calculated as:
The demanded rotor resistance is significantly larger than the induction machine rotor resistance. Therefore, the resistance of the series connected crowbar is varied to achieve the rotor resistance control.
Switching strategy
The efficiency of the proposed controller is limited by several factors. The grid voltage level at PCC is a major limitation on the controller performance. From equation (12) it can be easily derived that the maximum generator torque, which is also called pull-out torque, is proportional to V s 2 . Therefore the generator is not able to produce required torque under extremely low voltage. The rotational speed of the DFIG also has influence on the controller operation. A switching strategy for the FRT controller is developed. The controller requires the monitoring of several variables due to the limiting condition stated above. Both the grid voltage and wind turbine high speed shaft rotating speed are measured. The FRT controller takes over the control of wind turbine generator when the DFIG protection system is triggered by the grid fault. The grid-side converter current is chosen as the switching reference of the FRT controller as the DFIG converter is disconnected from the grid after grid fault and the grid side converter current drops to zero immediately. When grid fault happens, the generator speed is compared with the synchronous speed first. If the generator speed is greater, the controller will calculate the optimal resistance of the crowbar. Otherwise the crowbar of a fixed resistance will be injected to increase generator damping. With sufficient converter rating, the nominal speed of DFIG can be set at a low level so the DFIG works in generator mode during most time. The first step for crowbar resistance control is to determine if the generator is able to produce the demanded torque. The maximum torque under certain voltage is limited by the torque-slip curve of an induction machine. It can be calculated from equation (12).The reference signal will be set to the maximum torque available according to the grid voltage. If the demanded torque cannot be achieved, the crowbar resistance which produce the maximum available torque will be injected. If the demanded torque can be achieved, the crowbar with the optimal resistance will be connected. The grid voltage is always measured during the fault. The DFIG controller will be switched on with crowbar disconnected when the fault is recovered and the grid voltage returns to the acceptable value. The flow chart of the FRT control strategy is shown in 
4.1Active drive-train damping
The wind turbine generator operates as an induction generator during grid fault. Such machine provides large damping to wind turbine drive-train because the generator torque increases rapidly with the generator speed according to the torque-speed characteristic of induction generator. The generator switches back to DFIG mode after fault clearance. The damping under this mode is much smaller since the generator torque is controlled by DFIG controller rather than regulated by torque-slip curve. The generator experiences large torque variation between the mode switch which creates large torque oscillation on the drive-train. The oscillation is to be damped to avoid the structural loads on wind turbine and rotor speed excursion. Drive-train damping filter (DDF) is a widely used application to reduce the loads on the drive-train [7] . The DDF is basically a band pass filter sitting on the drive-train first dynamic mode frequency. The wind turbine torque demand is slightly modified by the filter to increase drive-train damping. The drive-train damping filter is normally tuned for wind turbine normal operation. However, the vibration induced by grid fault is much larger than the vibration induced by wind speed variation. The conventional DDF is not able to produce enough damping for wind turbine drive-train during grid fault. In [5] a PI controller is developed to reduce the post fault drive-train oscillation. The controller employs the generator torque to regulate drive train torque, which is similar to DDF but the interaction between the speed controller and DDF, which is applied on most commercial wind turbines, is not discussed. A drive-train filter to increase the damping during grid fault is proposed. The DDF concept is applied with modifications. It is shown in (12) that the torque oscillation is proportional to V s 2 . It is given in (1) that the acceleration/deceleration speed of the wind turbine drive-train is also proportional to torque variation. Therefore the value of V s 2 is used as an index of drive-train filter gain. The filter operates as DDF during normal operation of wind turbine. When grid voltage dip is detected, the filter gain varies according to the value of voltage dip level. The drive-train damping is temporally increased during grid fault without implementing extra devices.
Pitch load alleviation filter
The pitch controller aims to keep the wind turbine rotating speed constant under above rated wind speed. In case of grid fault, the wind turbine generator loses its reaction torque which causes the turbine to speed up. Unlike the wind speed variation, the torque oscillation caused by grid fault is of large magnitude in short time. Due to the large time constant of wind turbine, the pitch control cannot effectively reduce the speed oscillation caused by grid faults but only increase the load on wind turbine blade. A filter is added to pitch control loop to avoid the excessive pitch action when grid fault happens. The pitch and torque control configuration is shown in Figure 7 . The torque control works normally trying to reduce the fault transients while the pitch control only regulates the input power. The filter is essentially a band-pass filter centred at the generator rotor shaft oscillation frequency with a large gain and relatively narrow peak. Hence, only the pitch action induced by grid fault is bypassed. The pitching according to wind speed variation is not influenced. The filter should only be injected when significant voltage drop is detected to avoid the impact on wind turbine normal operation.
Simulation Result
The proposed wind turbine FRT control strategy is tested by simulations. The simulation is carried out based on the wind turbine model described in [6] and the generic grid model in [3] . At first the performance of the variable crowbar resistance control, active drive-train damping and pitch filter are tested separately. Then the wind turbine with FRT controller is connected to the grid model. A grid fault is applied and the performance of the FRT control strategy is shown.
Performance of variable crowbar resistance control
Results from variable crowbar resistance control are presented in Figure 8 and Figure 9 . A 50% voltage dip is applied at the DFIG terminal with the average effective wind speed being 10m/s on the wind turbine. The crowbar short circuited the rotor side converter immediately after the fault. It can be seen from the plot that the DFIG is able to produce the demanded electrical torque under the given condition. The rotor speed oscillation is effectively reduced by the injection of the crowbar. 
Wind turbine loads alleviation during fault
The wind turbine drive-train speed during grid fault is presented in Figure 10 . A 100% voltage dip is applied. The result shows that the drive-train oscillation is effectively damped by the proposed active drive-train damping filter. 
Impact of proposed control strategy on grid
The proposed full wind turbine FRT control strategy is tested in a generic grid model shown in Figure 13 . The influence of successful wind turbine FRT on the local grid is shown in Figure 14 and Figure 15 . It can be seen from the result that the FRT of wind farm is able to reduce the fault current at wind farm and improve the voltage fluctuation at a nearby conventional power plant. 
Conclusion
This paper presents a FRT strategy for MW scale wind turbines. To the author's knowledge most wind turbine FRT strategy only focuses on wind turbine protection rather than sustained operation and grid support during grid fault. The aim of the FRT strategy developed in this paper is to keep the power production while reducing the loads on wind turbine when fault happens. The investigation is focused on the interaction between wind turbine mechanical and electrical systems. The FRT problems from both sides are considered.
The proposed control strategy is tested with simulation. Both the wind turbine and electrical equipments are modelled in detail therefore the interaction between them is shown clearly in the simulation results. It is proved by the simulation result that at the wind turbine end, the normal operation is protected from the transients caused by grid disturbances. The electrical torque oscillations are eliminated by the variable crowbar resistance control. Under extreme conditions when crowbar is not able to completely recover the generator torque, the filter designed for both the torque control and pitch control prevents the wind turbine from experiencing large loads. A case study with a fault in a generic grid shows that at the grid end, the wind farm with proposed controller is able to keep its generation during the fault. Thereby assist the ride-through of nearby power plant and improve the condition of the local grid.
